Preventive maintenance, to include necessary repairs, shall be conducted to ensure a safe, secure, and sanitary facility.

Upon conducting the requested re-inspection, it was observed there were still concerns with preventative maintenance and sanitation that need to be addressed. These areas include issues the water in inmate holding cells, the water pressure in inmate housing, two shower panels that need to be affixed to the wall and a water mixing valve that was placed inside the shower for inmates to control.

Jennifer Shumake, T.C.J.S. Inspector